
2  Page 1 

Virginia City Hybrid Energy Center 
Response to Data Request 

Hullihen Moore, Virginia Air Pollution Control Board 

Question (Page No. 1): 

The average Btu content of the coal burned in each boiler for each EGU in Virginia for 
the years 2005, 2006, and 2007.  Also provide the range of Btu content for each year for 
each boiler. 

Response: 

The data for responses 1­7 is for Dominion owned facilities. Dominion does not track 
data at a boiler specific level. 

Simple Average BTU Content for Each Station from 2005 to 2007 

Year  Stations  Altavista 
Bremo 
Bluff  Chesapeake  Chesterfield  Clover  Hopewell  Mecklenburg  Southampton  Yorktown 

Minimum 
BTU  12,143  11,685  11,588  11,972  11,347  12,400  12,242  12,091 

Maximum 
BTU  13,311  12,822  13,393  13,436  13,247  13,316  12,926  13,338 2005 

Average 
BTU  12,660  12,268  12,639  12,644  12,613  12,779  12,547  12,702 

Minimum 
BTU  12,504  11,365  11,917  11,968  11,310  12,210  12,230  12,464 

Maximum 
BTU  13,023  12,561  13,485  13,495  13,148  12,990  12,975  13,156 2006 

Average 
BTU  12,761  12,105  12,696  12,579  12,454  12,613  12,562  12,839 

Minimum 
BTU  12,253  12,009  11,247  12,226  11,647  12,213  12,172  12,208  12,293 

Maximum 
BTU  13,394  12,470  13,277  13,134  13,323  12,636  12,681  12,673  13,181 2007 

Average 
BTU  12,826  12,236  11,594  12,582  12,632  12,364  12,462  12,374  12,823


